WIRING FOR TWIN-LUMINAIRE POLES

120/240 VOLT CONNECTIONS
240/480 VOLT CONNECTIONS
277/480 VOLT CONNECTIONS

120 VOLT CONNECTIONS
277 VOLT CONNECTIONS

NOTES:

1. GFCI outlet must be UL-listed for damp locations, per NEC Article 406. The “WR” label must be visible on the outlet face.

POLE WIRING - LIGHT POLE WITH FESTOON OUTLET

Cold Numbered Pole Shown. For Even Numbered Poles, Reverse L1 and L2, on Both the Lighting Circuit and the Outlet Circuit.